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October 16, 2012 
GZA File No. 170142.30 
 
Mr. Stephen Hoffman 
U.S. Environmental Protection Agency 
1200 Pennsylvania Avenue, NW 
Washington, DC 20460 
 
RE:    Assessment of Dam Safety of Coal Combustion Surface Impoundments at the 

Hutsonville Power Station 
 
Dear Mr. Hoffman, 
 
In accordance with our proposal 01.P0000177.11 dated March 28, 2011, and U.S. Environmental 
Protection Agency (EPA) Contract No. EP10W001313, Order No. EP-B115-00049, 
GZA GeoEnvironmental, Inc. (GZA) has completed our visual assessment of the AmerenEnergy 
Generating Company, Hutsonville Power Station Coal Combustion Waste (CCW) Impoundments 
located in Hutsonville, Illinois.  The site visit was conducted on June 2, 2011.  The purpose of our 
efforts was to provide the EPA with a site specific assessment of the impoundments to assist EPA 
in assessing the structural stability of the impoundments under the authority of the Comprehensive 
Environmental Response, Compensation, and Liability Act (CERCLA) Section 104(e).  We are 
submitting one hard copy and one CD-ROM copy of this Final Report directly to the EPA.  
 
Based on our visual assessment, and in accordance with the EPA’s criteria Pond A, Pond B and 
Pond D are currently in POOR in our opinion.  Further discussion of our evaluation and 
recommended actions are presented in the Task 3 Dam Assessment Report.  The report includes: 
(a) a completed Coal Combustion Dam Inspection Checklist Form for each Pond; (b) a field sketch; 
and (c) selected photographs with captions.  Our services and report are subject to the Limitations 
found in Appendix A and the Terms and Conditions of our contract agreement. 
 
We are happy to have been able to assist you with this visual assessment and appreciate the 
opportunity to continue to provide you with dam engineering consulting services.  Please contact 
the undersigned if you have any questions or comments regarding the content of this Task 3 Dam 
Assessment Report. 
 
Sincerely, 
 
GZA GeoEnvironmental, Inc. 
 
 
 
Doug P. Simon, P.E (WI)    Patrick J. Harrison, P.E. 
Geologic Engineer      Senior Geotechnical Consultant 
doug.simon@gza.com     patrick.harrison@gza.com 
 
 
 
James P. Guarente, P.E. (MA)   
Consultant Reviewer 
james.guarente@gza.com  
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EXECUTIVE SUMMARY 
 
This Assessment Report presents the results of a visual assessment of the AmerenEnergy Generating 
Company (Ameren) – Hutsonville Power Station (HPS) Coal Combustion Waste (CCW) Impoundments 
located at 15142 East 1900th Avenue, Hutsonville, Illinois.  These assessments were performed on 
June 2, 2011 by representatives of GZA GeoEnvironmental, Inc (GZA), accompanied by 
representatives of Ameren. 
 
The HPS power plant has two coal-fired units with a maximum generating capacity of approximately 
150 Megawatts.  Commercial operation of the facility began in the 1940s and an earthen embankment 
CCW Impoundment (Pond D) was commissioned at that time.  Subsequently, Pond A was 
commissioned in 1986 and Ponds B and C were commissioned in 2000.  The impoundments were 
constructed for the purpose of storing and disposing non-recyclable CCW from the HPS facility and 
clarification of water prior to discharge.  A portion of Pond D has since been permanently closed and 
capped as a landfill.   
 
Pond A receives fly ash from the facility via a sluice transport pipe.  Solids are allowed to settle and 
water is discharged from Pond A into Pond B.  Pond B receives fly ash from Pond A and bottom ash 
from Pond C.  Pond C receives bottom ash from the active portion of Pond D and stormwater runoff 
from the closed portion of Pond D.  The active portion of Pond D receives bottom ash from the facility 
and also receives the water from various drains and treatment systems.  Based on discussions with the 
EPA, analysis of the fully incised Pond C and the closed portion of Pond D were judged not to fall 
within our scope of work as the units do not meet the criteria set forth by the U.S. EPA for further 
evaluation.   
 
For the purposes of this EPA-mandated assessment, the size of the impoundments was based on 
U. S. Army Corps of Engineers (COE) criteria.  Based on the maximum crest height of 22 feet and a 
storage volume of approximately 250 acre-feet, Pond A is classified as a Small-sized structure.  
Based on the maximum crest height of 17 feet and a storage volume of approximately 70 acre-feet, 
Pond B is classified as a Small-sized structure.  Based on the maximum crest height of 15 feet and a 
storage volume of approximately 6 acre-feet, Pond D is classified as a Small-sized structure.  According 
to guidelines established by the COE, dams with a storage volume less than 1,000 acre-feet and/or a 
height less than 40 feet are classified as Small-sized structures.  Note per the Illinois Administrative 
code, Pond A qualifies as a Class III dam while Ponds B and D do not qualify as dams. 

In GZA’s opinion, Pond A, Pond B and Pond D are Low Hazard structures as classified under the 
Environmental Protection Agency (EPA) hazard rating criteria due to their small size, the fact that no 
loss of life would be expected if there was a failure and the low potential for environmental impacts 
outside of Utility-owned property.  Pond A is considered a Class III dam per Illinois Administrative 
Code.  Similar to the EPA classification system for a LOW hazard structure, a dam is considered 
Class III when failure has a low probability for causing loss of life or substantial economic loss.   

In general, the overall condition of the Pond A was judged to be POOR and was found to have the 
following deficiencies:     
 

1. Animal burrows along the crest;   
2. Minor sloughing on the downstream slope;  
3. No documented hydrologic/hydraulic analysis; and, 
4. Conditions leading to inadequate freeboard.        
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In general, the overall condition of Pond B was judged to be POOR and was found to have the 
following deficiencies:     
 

1. No documented stability analysis.   
 
In general, the overall condition of the Pond D was judged to be POOR and was found to have the 
following deficiencies:     
 

1. The calculated factor of safety under seismic loading was less than the generally accepted 
value 1.0.   
 

Please note that access to the downstream slope of Pond D along the Wabash River was limited and 
additional deficiencies may or may not be present along the slope.  The following sections describe the 
recommended approach to address current deficiencies.  Prior to undertaking recommended 
maintenance, repairs, or remedial measures, the applicability of permits needs to be determined for 
activities that may occur within the jurisdiction of the appropriate regulatory agencies. 

Studies and Analyses 

GZA recommends the following studies and analyses: 

1. Perform a stability analysis of the slopes of Pond B; and, 
 

2. Perform a hydrologic/hydraulic analysis on Pond A to establish the maximum allowable water 
elevation.   

 
3. Perform seismic stability analysis of the Pond D embankment.  

Recurrent Operation & Maintenance Recommendations 
GZA recommends the following operation and maintenance level activities: 

1. Repair sloughing on the downstream slope of Pond A; 

2. Fill currently observed animal burrows by injecting grout under low to moderate pressures to 
ensure the entire limits of the respective burrow is adequately filled;  

3. Exercise stoplogs and slide gates; and, 

4. Increase frequency of maintenance mowing such that overgrowth of vegetation is minimized. 

5. Develop an Emergency Action Plan for the impoundments. 

Remedial Measures Recommendations 
 

1. In conjunction with the results of the hydrologic and hydraulic analyses, make provisions for an 
emergency overflow spillway(s) if appropriate; and 

2. In conjunction with the results of the stability analyses, make provisions to address deficiencies 
if/as necessary. 

3. In conjunction with the results of the seismic stability analysis, take measures to increase the 
factor of safety of the embankment for Pond D under seismic loading to at least 1.0 as 
appropriate. 
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1.0 DESCRIPTION OF PROJECT 
 
1.1 General 
 

1.1.1 Authority 
 

The United States Environmental Protection Agency (EPA) has retained 
GZA GeoEnvironmental, Inc. (GZA) to perform a visual assessment and develop a report of 
conditions for the AmerenEnergy Generating Company (Ameren, Owner) Hutsonville Power 
Station (HPS, Site) Coal Combustion Waste (CCW) Impoundments in Crawford County, 
Illinois.  This assessment was authorized by the EPA under the authority of the Comprehensive 
Environmental Response, Compensation and Liability Act (CERCLA), Section 104(e).  
This assessment and report were performed in accordance with Request for Quote (RFQ) 
RFQ-DC-16, dated March 16, 2011, and EPA Contract No. EP10W001313, Order 
No. EP-B11S-00049.  The assessment generally conformed to the requirements of the Federal 
Guidelines for Dam Safety1 and this report is subject to the limitations provided in Appendix A 
and the Terms and Conditions of our Contract Agreement. 

1.1.2 Purpose of Work 
 
 The purpose of this investigation was to visually inspect and evaluate the condition of 
the impoundments and appurtenant structures (the management unit[s]) to attempt to identify 
conditions that may adversely affect their structural stability and functionality, to note the extent 
of any deterioration that may be observed, review the status of maintenance and needed repairs 
and to evaluate the conformity with current design and construction standards of care.  

The investigation was divided into five parts:  1) obtain and review available reports, 
investigations and data from the Owner pertaining to the impoundment and appurtenant 
structures; 2) perform a review with the Owner of available design, assessment and maintenance 
data and procedures for the management unit; 3) perform a visual assessment of the Site; 
4) prepare and submit a field assessment checklist; and 5) prepare and submit a draft and final 
report presenting the evaluation of the structure, including recommendations and proposed 
remedial actions. 

1.1.3 Definitions    
 

To provide the reader with a better understanding of the report, definitions of commonly 
used terms associated with dams are provided in Appendix B.  Many of these terms may be 
included in this report.  The terms are presented under common categories associated with dams, 
which include:  1) orientation; 2) dam components; 3) size classification; 4) hazard 
classification; 5) general; and 6) condition rating. 

1.2 Description of Project 
 

1.2.1 Location 
  

The HPS is located approximately one mile north of the City of Hutsonville in Crawford 
County, Illinois.  The entrance to the Site is on East 1900th Avenue and the CCW 
                                                      
1  FEMA/ICODS, April 2004:  http://www.ferc.gov/industries/hydropower/safety/guidelines/fema-93.pdf.  

http://www.ferc.gov/industries/hydropower/safety/guidelines/fema-93.pdf
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impoundments are located about ¼-mile south and southwest of the power plant at 
approximately latitude 39 ̊ 07' 50" North and longitude 87 ̊ 39' 38" West.  A Site locus of the 
impoundments and surrounding area is shown on Figure 1.  An aerial photograph of the 
impoundments and surrounding area is provided as Figure 2.  The impoundments can be 
accessed by vehicles from earthen access roads from the power plant.  
 

1.2.2 Owner/Caretaker 
 

The CCW impoundments are owned by Ameren and are operated by the HPS.  

 Dam Owner/Caretaker 

Name AmerenEnergy Generating Company,  
Hutsonville Power Station 

Mailing Address 15142 East 1900th Avenue 

City, State, Zip Hutsonville, Illinois 62433 

Contact Gregory Musch 
Title Product Superintendent 
E-Mail GMusch@ameren.com 

Daytime Phone 618-563-1352 
Emergency Phone 911 

   
1.2.3 Purpose of the Impoundments 

 
The HPS power plant has two coal-fired units with a maximum generating capacity of 

approximately 150 Megawatts.  Commercial operation of the facility began in the 1940s and an 
earthen embankment CCW Impoundment (Pond D) was commissioned at that time.  
Subsequently, Pond A was commissioned in 1986 and Ponds B and C were commissioned in 
2000.  The impoundments were constructed for the purpose of storing and disposing 
non-recyclable CCW from the HPS facility and clarification of water prior to discharge.  
A portion of Pond D as shown in Figure 2 has been permanently closed and capped as a landfill.   

  
Pond A receives fly ash from the facility via a sluice transport pipe.  Solids are allowed 

to settle and water is discharged from Pond A into Pond B.  Pond B receives fly ash from Pond 
A and bottom ash from Pond C.  Pond C receives bottom ash from the active portion of Pond D 
and stormwater runoff from the closed portion of Pond D.  The active portion of Pond D 
receives bottom ash from the facility and also receives the water from various drains and 
treatment systems.   

 
During our Site visit, GZA observed the condition of Pond C and the closed portion of 

Pond D and subsequently completed the EPA checklists.  However, after further discussion with 
the EPA, analysis of these structures does not fall within our scope of work as the units do not 
meet the criteria set forth by the U.S. EPA for units requiring further evaluation (Pond C is fully 
incised, and the inactive portion of Pond D is a closed landfill).  A few photos of Pond C and the 
closed portion of Pond D are provided in Appendix F for reference, but the structures are not 
further analyzed in this report.   
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1.2.4 Description of Pond A and Appurtenances 
 
Pond A was designed Hanson Engineers, Incorporated (Hanson).  The following 

description of the impoundment is based on information provided in the Hanson design 
drawings and specifications, information received from Ameren and observations made by GZA 
during our Site visit.  During the design and construction phases, Pond A was referred to as the 
Fly Ash Disposal Pond.   

 
Pond A is located southwest of the HPS.  The impoundment was commissioned in 1986, 

and serves as a settling pond for CCW generated by the HPS.  Fly ash discharges into the 
impoundment through an approximately 10-inch diameter HDPE pipe that is laid over the 
surface of settled ash and can be moved or modified as necessary.  Water and unsettled solids 
are discharged from Pond A to Pond B through an 18-inch diameter decant structure which is 
located near the southeast corner of pond.  The location of the discharge pipes and decant 
structure in the Pond A are shown on Figure 3. 
 

Pond A consists of lined earthen embankments with a crest length of approximately 
2,800 feet, a general height (from the lowest downstream toe elevation to the crest of the 
impoundment) of approximately 22 feet, and a crest elevation of approximately 470.0 feet MSL.  
The pond embankments were constructed with 2-foot horizontal to one-foot vertical (2H:1V) 
upstream and downstream slopes consisting of a compacted mixture of clay, silt, sand, and 
gravel.  There was no evidence that the impoundment embankments were built over wet ash or 
slag.  A liner consisting of 80-mil, high-density polyethylene was placed on the embankment 
upstream slopes and also keyed into the crest.  Drainage pipes were placed beneath the liner on 
50 foot centers to transmit water from the top of the slope to the French Drain at the upstream 
toe.  Gravel consisting of CA-62 was placed on the crest of the embankment to facilitate an 
access road near the southeast portion of the impoundment.  A plan view of the impoundment 
design is provided on Figure 4.  Typical sections of the embankments and other details are 
provided on Figures 5, 6 and 7.   

 
Instrumentation near the impoundment includes four monitoring wells (M-2 through 

M-5) which are located along the southern and eastern portions of the impoundment, as shown 
on Figure 8. 

 
 1.2.5 Description of Pond B Impoundment and Appurtenances 

 
Pond B was designed Hanson Engineers, Incorporated (Hanson).  The following 

description of the impoundment is based on information provided in the Hanson design 
drawings and specifications, information received from Ameren and observations made by GZA 
during our Site visit.  During the design and construction phases, Pond B was referred to as the 
Interim Ash Pond.   

 
Pond B is located south of the HPS and east of Pond A as shown on Figure 2.  

This impoundment was commissioned in 2000, and serves as a settling pond for CCW generated 
by the HPS.  Unsettled fly ash enters the impoundment from Pond A through an 18-inch 
diameter discharge pipe which is located near the western embankment of the impoundment.  
Unsettled bottom ash and water enters the impoundment from Pond C through a 12-inch 

                                                      
2 CA-6 is an Illinois Department of Transportation gravel specification.   
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diameter pipe which is located near the northeast corner of the impoundment.  A 10-inch 
diameter steel bypass pipe which is located near the northeast corner of the impoundment can 
bring water and fly ash from the facility to Pond B as necessary.  Water is discharged from Pond 
B to the Wabash River through the decant structure located near the eastern portion of the 
impoundment.  The location of the discharge pipes and decant pipe in Pond B are shown on 
Figure 3. 
 

Pond B consists of lined earthen embankments with a crest length of approximately 
1,900 feet and a general height (from the lowest downstream toe elevation to the crest of the 
impoundment) of approximately 17 feet and a crest elevation of approximately 465.0 feet 
(MSL).  The impoundment embankments were constructed with 2.5H:1V upstream and 3H:1V 
downstream slopes consisting of a compacted mixture of sand and fly ash.  There was no 
evidence that the impoundment embankments were built over wet ash or slag.  An interior spur 
dike extends from the eastern embankment into the pond for a distance of approximately 
400 feet.  A liner consisting of 60-mil, high-density polyethylene was placed on the upstream 
embankment slopes and also keyed into the crest.  Gravel consisting of CA-6 was placed on the 
crest to facilitate an access road near the southeast portion of the impoundment.  Topsoil was 
placed on the downstream slope and was seeded.  A plan view of the impoundment design is 
provided on Figure 9.  Typical sections of the embankments and other details are provided on 
Figures 10, 11 and 12.   

 
Instrumentation near this impoundment includes one monitoring well (M-3) which is 

located along the southwestern portion of the impoundment, as shown on Figure 8. 
 
 1.2.6 Description of the Pond D Impoundment and Appurtenances 

 
Design documents were not available for Pond D.  The following description of the 

impoundment is based on information provided in the global stability analysis which was 
performed by Geotechnology, Inc.3 (Stability Evaluation), information received from Ameren 
and observations made by GZA during our Site visit.  As discussed previously, the following 
description only applies to the active portion of Pond D.    

 
Pond D is located southeast of the HPS and the toe of the eastern embankment is located 

within the flood plain of the Wabash River.  The impoundment was commissioned in 1940, and 
serves as a settling pond for CCW generated by the HPS.  Bottom ash discharges from the plant 
into the impoundment through a 10-inch diameter pipe which is located near the northern 
portion of the impoundment and water from various plant drains and treatment systems enters 
through several discharge pipes.  Water and unsettled solids are discharged from the Pond D 
through a slide gate decant structure located near the southern corner of pond into a 24-inch 
diameter discharge pipe into Pond C.  The location of the discharge pipes and decant structure in 
Pond D are shown on Figure 13. 
 

Pond D is incised along the northern, western, and southern portions of the 
impoundment and consists of an earthen embankment along the eastern portion.  Pond D has a 
crest length of approximately 1,000 feet, a general height (from the lowest downstream toe 
elevation to the crest of impoundment) of approximately 15 feet along the eastern embankment, 
and a crest elevation of approximately 453.8 feet (MSL).  The embankment was constructed 
                                                      
3 “Global Stability Evaluation Hutsonville Power Station Ash Pond D Hutsonville, Illinois” by Geotechnology, Inc. 
dated January 4, 2011.   
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with an approximately 2.5H:1V downstream slope and, according to the Stability Evaluation,  
consists of compacted silty clay.  There was no evidence that the impoundment embankments 
were built over wet ash or slag.   
 

1.2.7 Operations and Maintenance 
 

The HPS and the impoundments are maintained by Ameren personnel.  Maintenance of 
the HPS facility, including the impoundments, is regulated by the EPA under the National 
Pollutant Discharge Elimination System (NPDES) Permit No. IL-0004120.  Pond A is regulated 
under Illinois Administrative Code as a Class III dam under permit No. 17983.  Under the 
conditions of the permit, Ameren is required to perform routine maintenance that includes the 
following: 

1.  The slopes will be kept clear of brush and tree growth;   

2. Embankments must be inspected annually by plant personnel.  Gullies or erosion of 
the embankments should be repaired and reseeded; 

3. Logs must be maintained of all assessments and maintenance to Pond A; 

4. Annual submittal of forms indicating the maintenance plans are being followed; 
and, 

5. Assessment of Pond A by a professional engineer or other qualified personnel every 
five years.  The results of the assessment are submitted to the Division of Water 
Resources along with deficiencies identified and remedial measures taken.   

HPS personnel perform visual assessments of the impoundments on a quarterly basis 
and the assessment results from March 18, 2011 were provided to GZA.   

 1.2.8 Size Classification 
 

For the purposes of this EPA-mandated assessment, the size of the impoundments was 
based on U. S. Army Corps of Engineers (COE) criteria.  Based on the maximum crest height of 
22 feet and a storage volume of approximately 250 acre-feet, Pond A is classified as a 
Small-sized structure.  Based on the maximum crest height of 17 feet and a storage volume of 
approximately 70 acre-feet, Pond B is classified as a Small-sized structure.  Based on the 
maximum crest height of 15 feet and a storage volume of approximately 6 acre-feet, Pond D is 
classified as a Small-sized structure.  According to guidelines established by the COE, dams 
with a storage volume less than 1,000 acre-feet and/or a height less than 40 feet are classified as 
Small-sized structures.   

1.2.9 Hazard Potential Classification 
 

Under the EPA classification system, as presented on page 2 of the EPA check list 
(Appendix C) and Definitions section (Appendix B), it is GZA’s opinion that the Pond A, Pond 
B and Pond D would be considered as having a Low hazard potential.  The hazard potential 
rating is based on no probable loss of human life due to failure and the low potential for 
environmental impacts outside of Utility-owned property.   
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Pond A is considered a Class III dam per Illinois Administrative Code.  Similar to the 
EPA classification system for a LOW hazard structure, a dam is considered Class III when 
failure has a low probability for causing loss of life or substantial economic loss.   

1.3 Pertinent Engineering Data 
 

1.3.1 Drainage Area 
 

Pond A and Pond B are raised relative to the surrounding area and have no appreciable 
drainage areas.  The northern, western, and southern portions of Pond D are incised and an area 
of approximately 2 acres drains into the impoundment, as estimated by GZA from available 
topographic maps of the area. 

1.3.2 Reservoir 
 

Based on information provided by Ameren, Pond A, Pond B and Pond D have surface 
areas of 14, 4.4 and 1.2 acres at the normal operating levels.  The pool areas observed on GZA’s 
June 2, 2011 Site visit were generally consistent with those reported by Ameren.  The storage 
volumes of Pond A, Pond B, and Pond D are approximately 250, 70, and 6 acre-feet, 
respectively.    

1.3.3 Discharges at the Impoundment Sites 
 

As discussed previously, water from Pond A discharges into Pond B; Pond D discharges 
into Pond C and then into Pond B.  Water discharges from Pond B into the Wabash River.  
The rate of water discharge was not provided to GZA.   
 

1.3.4 General Elevations (feet – MSL) 

 
Elevations were taken from design drawings, the Stability Evaluation and data provided 

by Ameren.  Unless otherwise noted, elevations were based on the United States Geological 
Survey (USGS) topographic map MSL vertical datum.   

 
Pond A   
A.  Top of Embankment (Minimum)   ± 470.0 feet 
B.  Upstream Water at Time of Assessment  ± 469.5 feet 
C. Downstream Water at Time of Assessment           ± 461.8 feet4 (Pond B) 
D. Maximum Pond Water Elevation  ± 468.0 feet5 
 
Pond B 
A.  Top of Embankment (Minimum)   ± 465.0 feet 
B.  Upstream Water at Time of Assessment  ± 461.8 feet 
C. Downstream Water at Time of Assessment  ± Not Applicable6 
D. Maximum Pond Water Elevation ± 462.0 feet 

                                                      
4 The water level in Pond B was taken to be the downstream water level east of the Pond A.  There is no downstream 
water level west, north, and south of the impoundment.   
5 The maximum pond water elevation for Pond A was taken from the requirements of the construction permit 
indicating pond levels should be maintained 2 to 3 feet below the crest.   
6 Given the distance from the decant structure to the discharge point, the water level in the Wabash River is not 
appropriate to be considered as the downstream water level.  No appreciable water was present in Pond C.  Therefore, 
no downstream water elevation is provided.   
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Pond D 
A.  Top of Embankment (Minimum)   ± 453.8 feet 
B.  Upstream Water at Time of Assessment  ± 449.8 feet 
C. Downstream Water at Time of Assessment                ± 436 feet7 (Wabash River) 
D. Maximum Pond Water Elevation ± Not Specified 

 
1.3.5 Design and Construction Records and History 

 
Design drawings and specifications for Pond A and Pond B were provided to GZA.  

No design documents were available for Pond D.  No construction quality control 
documentation was available from Ameren with regards to the ash impoundments.  The Stability 
Evaluation provides information regarding the materials that comprise the Pond D 
embankments.  A list of the documents provided to GZA by Ameren is provided in 
Appendix D.   
 

1.3.6 Operating Records 
 
 No operating records were available for the impoundments. 
 

1.3.7 Previous Inspection Reports 
 
The impoundments are visually inspected by Ameren engineers on a quarterly basis in 

accordance with company policies.  The inspection report from March 31, 2011 was reviewed 
by GZA and is included as Appendix E.  It was noted during the March 31, 2011 inspection that 
the required freeboard of 2 feet was not being maintained in areas of Pond A where ash levels 
had risen to within approximately 1 foot of the crest.  It was recommended that the ash be 
regraded to create the necessary freeboard.  In addition, the report recommended that staff 
gauges be added to the outfall structures.   

 
 

2.0 ASSESSMENT 
 
2.1 Visual Assessment 
 
The HPS impoundments were inspected on June 2, 2011, by Patrick J. Harrison, P.E., and 
Douglas P. Simon, P.E., of GZA, and accompanied by several Ameren personnel.  The weather 
was overcast with temperatures in the 70°s Fahrenheit.  Photographs to document the current 
conditions of the impoundments were taken during the assessment and are provided in 
Appendix F.  The water levels in the impoundments at the time of the assessment were as 
provided in Section 1.3.4.  Underwater areas were not inspected, as this level of investigation 
was beyond GZA’s scope of services.  Copies of the EPA Checklists are provided in 
Appendix C.   
 
With respect to our visual assessment, there was no evidence of prior releases, failures, or 
patchwork observed by GZA. 
 
                                                      
7 The downstream water elevation was taken to be the normal flood stage elevation reported in the Stability 
Evaluation.   
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 2.1.1 Pond A General Findings 
 

In general, Pond A was found to be in POOR condition.  An overall Site plan showing 
the impoundments is provided as Figure 2.  The location and orientation of Pond A photographs 
provided in Appendix F is shown on Figure 3.   
 

2.1.2 Pond A Upstream Slope (Photos 1 through 10) 
 
Fly ash had been placed to within 1 foot of the crest elevation along the northern and 

western portions of the upstream slope.  Furthermore, the water surface elevation along the 
remaining portions of the impoundment was approximately at elevation 469.5 feet at the time of 
assessment.  Therefore, the upstream slope was below the water level or covered by ash and was 
not visible.  No unusual movement, depressions or sloughing was evident through the overlying 
fly ash.   
 

2.1.3 Pond A Crest of Impoundment (Photos 1 through 10)   
 
 The crest of Pond A had a gravel access road along the eastern portion and was seeded 
along the remaining portions.  The crest of the impoundment had occasional animal burrows 
present at the time of assessment.  The alignment of the crest of the impoundment appeared 
generally level with no large depressions or irregularities observed.  Based on information 
provided by Ameren, the crest of the impoundment is at approximately elevation 470.0 feet 
MSL.  No significant settlement was observed at the time of our assessment.  There was 
approximately 6 inches of free board at the time of our assessment.   
 

2.1.4 Pond A Downstream Slope (Photos 11 through 19) 
 

The downstream slope of the impoundment was generally vegetated with grass.  
No seepage was observed on the downstream slope.  Minor localized sloughing of the soils was 
observed along the downstream slope near the northeast corner of the impoundment.   

    
2.1.5 Pond A Discharge Pipes (Photos 20 through 22) 

 
Water and CCW from the plant are discharged into Pond A through a 10-inch diameter pipe that 
was located along the northwestern portion of the impoundment at the time of our assessment.  
The discharge pipe appeared to be in good condition.  GZA observed the condition of the decant 
structure that transmits water from Pond A into Pond B.  The decant structure generally 
appeared to be in good condition.  However, the discharge pipe into Pond B was being repaired 
at the time of our assessment and no water was allowed to flow through the decant structure.  
The water levels in Pond A were in the process of being controlled via use of a diesel powered 
pump to transfer water from Pond A into Pond B.  Delay in setting up the pumping system 
apparently led to the temporarily elevated levels in Pond A (i.e. water rise up to about 0.5 feet 
below the crest).  Soon after our arrival we witnessed the operation of the pump which initiated 
drawdown of the water level in Pond A.  It is understood that once repairs to the discharge pipe 
are complete, available freeboard in Pond A will return to normal levels. 
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 2.1.6 Pond B General Findings 
 

In general, Pond B was found to be in POOR condition.  An overall Site plan showing 
the impoundments is provided as Figure 2.  The location and orientation of photographs 
provided in Appendix F are shown on the Photo Plan in Figure 3.   
 

2.1.7 Pond B Upstream Slope (Photos 23 through 29) 
 

The water surface elevation at the time of the assessment was approximately at 
elevation 461.8 feet MSL.  Therefore, the lower portion of the upstream slope was below the 
water level and not visible.  The upstream slopes were covered with HDPE liner above the water 
level and generally in good condition.  No unusual movement or sloughing was observed on the 
slopes.   
 

2.1.8 Pond B Crest of Impoundment (Photos 25 through 27)   
 
 The crest of Pond B is generally covered by a gravel access road and was in good 
condition at the time of our assessment.  The alignment of the crest of the impoundment 
appeared generally level with no large depressions or irregularities observed.  Based on 
information provided by Ameren, the crest elevation was approximately elevation 465 feet 
MSL.  No significant settlement was observed at the time of our assessment.  There was 
approximately 3 feet of free board at the time of our assessment.   
 

2.1.9 Pond B Downstream Slope (Photos 30 through 34) 
 

The western portion of Pond B is adjacent to Pond A.  Therefore, the discussion of 
downstream slopes for Pond B does not include the western embankment.  The downstream 
slopes of the impoundment were generally vegetated with grass.  No seepage or sloughing was 
observed on the downstream slope.   

 
2.1.10 Pond B Discharge Pipes (Photos 35 through 38) 

 
Decanted water and CCW from Pond A are discharged into Pond B near the western 

portion of the impoundment through an 18-inch diameter pipe.  The discharge pipe was being 
repaired at the time of our assessment and a diesel powered pump was used to transfer water 
from Pond A into Pond B.  

 
Decanted water and CCW from Pond C are discharged into Pond B near the 

northeastern corner of the impoundment through a 10-inch diameter pipe.  In addition, fly ash 
and water can be diverted from Pond A and discharged directly into Pond B through a 10-inch 
diameter pipe near the northeast corner.  The discharge pipes appeared to be in good condition.  
GZA observed the condition of the decant structure that transmits water from Pond B to the 
Wabash River.  The visible portions of the decant structure appeared to be in good condition. 
 

2.1.11 Pond D General Findings 
 

In general, Pond D was found to be in POOR condition.  An overall Site plan showing 
the impoundments is provided as Figure 2.  There was no instrumentation noted near Pond D.  
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The location and orientation of photographs provided in Appendix F are shown on the Photo 
Plan in Figure 13.   
 

2.1.12 Pond D Upstream Slope (Photos 44 through 51) 
 

The water surface elevation at the time of our assessment was approximately at 
elevation 449.8 feet MSL.  Therefore, the lower portion of the upstream slope was below the 
water level and not visible.  In addition, settled bottom ash covered much of the upstream slope 
and crest making it difficult to determine the break between the crest and the slope. 
 

2.1.13 Pond D Crest of Impoundment (Photos 42, 45 through 48)   
 
 The crest of Pond D was generally covered with bottom ash that was vegetated in areas.  
The alignment of the crest along the western and southern embankments appeared generally 
level with no large depressions or irregularities observed.  The eastern embankment and 
northern crest had bottom ash stockpiled on them.  The crest elevation was approximately 
elevation 453.8 feet MSL.  No significant settlement was observed at the time of our assessment.  
There was approximately 4 feet of free board at the time of our assessment.   
 

2.1.14 Pond D Downstream Slope  
 

The eastern embankment of Pond D abuts the Wabash River flood plain and water 
levels in the river were above the toe elevation at the time of our assessment.  The high water 
levels prohibited access to the embankment from below.  A fence at the crest of the embankment 
prohibited our access from above.  Based on our observations through the fence, the downstream 
slope of the impoundment was vegetated with grass that had not been recently mowed.  
No seepage or sloughing was observed on the downstream slope from the crest.     

 
2.1.15 Pond D Discharge Pipes (Photos 44, 45, 46, 49, 52 through 56) 

 
Water and CCW from the plant are discharged into Pond D through several discharge 

pipes and culverts.  The discharge pipes and culverts appeared to be in good condition.  
GZA observed the condition of the decant structure located near the southern corner of the 
impoundment that transmits water from Pond D into Pond C.  The decant structure appeared to 
be in good condition. 

 
2.2 Caretaker Interview 
 
Maintenance of the impoundments is the responsibility of HPS personnel.  GZA met with HPS 
personnel and discussed the operations and maintenance procedures, regulatory requirements 
and the history of the impoundments since their construction.  The observations, descriptions 
and findings presented in this report reference these discussions.  
 
2.3 Operation and Maintenance Procedures 
 
As discussed in Section 1.2.5, HPS personnel are responsible for maintenance of the 
impoundments.  Limited maintenance requirements were included in the permit for Pond A.  
Otherwise, no formal maintenance program is in place for the impoundments.  Based on our 
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discussions with HPS personnel, the impoundments are monitored quarterly and mowed at 
regular intervals. 

2.4 Emergency Action Plan 
 
The HPS has a general Emergency Action Plan (EAP) for the facility, however it is not specific 
to potential situations that may arise at the impoundments.  An EAP is not required for Class III 
structures per Illinois Dam Safety regulations.  Note that the hazard potential classification for 
the impoundments is discussed in Section 1.2.8. 
 
2.5 Hydrologic/Hydraulic Data 
 
Based on the information provided, a hydrologic and hydraulic analysis has not been performed 
for Pond A, Pond B or Pond D.  Although an analysis was not included in the permit, the 
maximum allowable water level for Pond A is limited to 2 to 3 feet below the crest.  GZA did 
not perform an independent assessment of the hydraulics and hydrology for the impoundments 
as this was beyond our scope of services. 
 
2.6 Structural and Seepage Stability  
 
A stability analysis was conducted as part of obtaining the permit for Pond A.  The analysis 
indicated a factor of safety against global failure of 1.5 without seismic load and 1.3 with 
seismic load.   
 
A stability analysis was not included in the design documents for Pond B.   
 
A stability analysis of (the active portion of) Pond D was conducted by Geotechnology, Inc. and 
the results were provided in the Stability Evaluation.  Based on the results provided, the 
calculated factor of safety against global failure without seismic loading ranged from 1.3 to 2.1.  
Under seismic loading and high groundwater conditions, the calculated factor of safety was 
0.9 which is below the typically accepted design of 1.0  GZA did not perform an independent 
assessment of the structural and seepage stability for the impoundments as this was beyond our 
scope of services.   
 
 

3.0 ASSESSMENTS AND RECOMMENDATIONS 
 
3.1  Assessments 
 
In general, the overall condition of the Pond A was judged to be POOR and was found to have 
the following deficiencies:     
 

1. Animal burrows along the crest;   
2. Minor sloughing on the downstream slope;  
3. No documented hydrologic/hydraulic analysis; and, 
4. Conditions leading to inadequate freeboard.        
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In general, the overall condition of Pond B was judged to be POOR and was found to have the 
following deficiencies:     
 

1. No documented stability analysis.   
 
In general, the overall condition of the Pond D was judged to be POOR and was found to have 
the following deficiencies:     
 

1. The calculated factor of safety under seismic loading was less than the generally 
accepted value 1.0.   
 

Please note that access to the downstream slope of Pond D along the Wabash River was limited 
and additional deficiencies may or may not be present along the slope.  The following sections 
describe the recommended approach to address current deficiencies.  Prior to undertaking 
recommended maintenance, repairs, or remedial measures, the applicability of permits needs to 
be determined for activities that may occur within the jurisdiction of the appropriate regulatory 
agencies. 

3.2 Studies and Analyses 

GZA recommends the following studies and analyses: 

1. Perform a stability analysis of the slopes of Pond B. 
 

2. Perform a hydrologic/hydraulic analysis on Pond A to establish the maximum allowable 
water elevation.   

 
3. Perform seismic stability analysis of the Pond D embankment.   

 
3.3  Recurrent Operation & Maintenance Recommendations 
 
GZA recommends the following operation and maintenance level activities: 

1. Repair sloughing on the downstream slope of Pond A. 

2. Fill currently observed animal burrows by injecting grout under low to moderate 
pressures to ensure the entire limits of the respective burrow is adequately filled. 

3. Exercise stoplogs and slide gates. 

4. Increase frequency of maintenance mowing such that overgrowth of vegetation is 
minimized.   

5. Develop and Emergency Action plan for the impoundments.   

3.4 Remedial Measures Recommendations 
 

1. In conjunction with the results of the hydrologic and hydraulic analyses, make 
provisions for an emergency overflow spillway(s) if appropriate. 
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2. In conjunction with the results of the stability analyses, make provisions to address 
deficiencies if/as necessary. 

3. In conjunction with the results of the seismic stability analysis, take measures to 
increase the factor of safety of the embankment for Pond D under seismic loading to at 
least 1.0 as appropriate. 

3.5  Alternatives 
 
There are no alternatives currently recommended.   
 
 

4.0 ENGINEER’S CERTIFICATION 
 
I acknowledge that the management units referenced herein, the Pond A, Pond B and Pond D 
have been assessed to be in POOR condition on June 2, 2011. 
 
 
 
 
 
Patrick J. Harrison, P.E.     
Senior Consultant    
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APPENDIX A 

 
LIMITATIONS 

  



DAM ENGINEERING & VISUAL INSPECTION LIMITATIONS 
 
1. The observations described in this report were made under the conditions stated herein.  The conclusions 

presented in the report were based solely on the services described therein, and not on scientific tasks or 
procedures beyond the scope of described services. 

 
2. In preparing this report, GZA GeoEnvironmental, Inc. (GZA) has relied on certain information provided 

by Ameren Energy Generating Company, and Federal, state, and local officials and other parties 
referenced therein.  GZA has also relied on other parties which were available to GZA at the time of the 
inspection.  Although there may have been some degree of overlap in the information provided by these 
various sources, GZA did not attempt to independently verify the accuracy or completeness of all 
information reviewed or received during the course of this work. 

 
3. In reviewing this Report, it should be realized that the reported condition of the dam is based on 

observations of field conditions during the course of this study along with data made available to GZA.  
The observations of conditions at the dam reflect only the situation present at the specific moment in time 
the observations were made, under the specific conditions present.  It may be necessary to reevaluate the 
recommendations of this report when subsequent phases of evaluation or repair and improvement provide 
more data. 

 
4. It is important to note that the condition of a dam depends on numerous and constantly changing internal 

and external conditions, and is evolutionary in nature.  It would be incorrect to assume that the present 
condition of the dam will continue to represent the condition of the dam at some point in the future.  
Only through continued care and inspection can there be any chance that unsafe conditions may be 
detected. 

 
5. Water level readings have been reviewed and interpretations have been made in the text of this report.  

Fluctuations in the level of the groundwater and surface water may occur due to variations in rainfall, 
temperature, and other factors different than at the time measurements were made. 

 
6. GZA’s comments on the hydrology, hydraulics, and embankment stability for the dam are based on a 

limited review of available design documentation provided by Ameren Energy Generating Company.  
Calculations and computer modeling used in these analyses were not available and were not 
independently reviewed by GZA.   

 
7. This report has been prepared for the exclusive use of the US EPA for specific application to the existing 

dam facilities, in accordance with generally accepted dam engineering practices.  No other warranty, 
express or implied, is made. 

 
8. This dam inspection report has been prepared for this project by GZA. This report is for the owner’s broad 

evaluation and management purposes only and is not sufficient, in and of itself, to prepare construction 
documents or an accurate bid. 

 



APPENDIX B 
 

DEFINITIONS 
  



COMMON DAM SAFETY DEFINITIONS 
 
For a comprehensive list of dam engineering terminology and definitions refer to references 
published by the U.S. Army Corps of Engineers, the Federal Energy Regulatory Commission, the 
Department of the Interior Bureau of Reclamation, or the Federal Emergency Management 
Agency.   

 
Orientation 
 
Upstream – Shall mean the side of the dam that borders the impoundment. 
 
Downstream – Shall mean the high side of the dam, the side opposite the upstream side. 

 
Right – Shall mean the area to the right when looking in the downstream direction. 
 
Left – Shall mean the area to the left when looking in the downstream direction. 
 
 
Dam Components 
 
Dam – Shall mean any artificial barrier, including appurtenant works, which impounds or diverts water. 

 
Embankment – Shall mean the fill material, usually earth or rock, placed with sloping sides, such that it 
forms a permanent barrier that impounds water. 

 
Crest – Shall mean the top of the dam, usually provides a road or path across the dam. 

 
Abutment – Shall mean that part of a valley side against which a dam is constructed.  An artificial abutment 
is sometimes constructed as a concrete gravity section, to take the thrust of an arch dam where there is no 
suitable natural abutment.   

 
Appurtenant Works – Shall mean structures, either in dams or separate there from, including but not be 
limited to, spillways; reservoirs and their rims; low level outlet works; and water conduits including tunnels, 
pipelines, or penstocks, either through the dams or their abutments. 
 
Spillway – Shall mean a structure over or through which water flows are discharged.  If the flow is controlled 
by gates or boards, it is a controlled spillway; if the fixed elevation of the spillway crest controls the level of 
the impoundment, it is an uncontrolled spillway. 

 
 General  
 
EAP – Emergency Action Plan - Shall mean a predetermined plan of action to be taken to reduce the 
potential for property damage and/or loss of life in an area affected by an impending dam break. 
 
O&M Manual – Operations and Maintenance Manual; Document identifying routine maintenance and 
operational procedures under normal and storm conditions. 
 
Normal Pool – Shall mean the elevation of the impoundment during normal operating conditions. 
 
Acre-foot – Shall mean a unit of volumetric measure that would cover one acre to a depth of one foot.  It is 
equal to 43,560 cubic feet.  One million U.S. gallons = 3.068 acre feet. 
 



Height of Dam – Shall mean the vertical distance from the lowest portion of the natural ground, including 
any stream channel, along the downstream toe of the dam to the crest of the dam. 
 
Spillway Design Flood (SDF) – Shall mean the flood used in the design of a dam and its appurtenant works 
particularly for sizing the spillway and outlet works, and for determining maximum temporary storage and 
height of dam requirements. 
 
Condition Rating 
 
SATISFACTORY - No existing or potential management unit safety deficiencies are recognized. 
Acceptable performance is expected under all applicable loading conditions (static, hydrologic, seismic) in 
accordance with the applicable criteria. Minor maintenance items may be required. 
 
FAIR - Acceptable performance is expected under all required loading conditions (static, hydrologic, 
seismic) in accordance with the applicable safety regulatory criteria.  Minor deficiencies may exist that 
require remedial action and/or secondary studies or investigations. 
 
POOR - A management unit safety deficiency is recognized for any required loading condition (static, 
hydrologic, seismic) in accordance with the applicable dam safety regulatory criteria. Remedial action is 
necessary.  POOR also applies when further critical studies or investigations are needed to identify any 
potential dam safety deficiencies. 
 
UNSATISFACTORY - Considered unsafe. A dam safety deficiency is recognized that requires immediate 
or emergency remedial action for problem resolution.  Reservoir restrictions may be necessary. 
 
 
Hazard Potential 
 (In the event the impoundment should fail, the following would occur): 
 
LESS THAN LOW HAZARD POTENTIAL: Failure or misoperation of the dam results in no probable 
loss of human life or economic or environmental losses. 
 
LOW HAZARD POTENTIAL: Dams assigned the low hazard potential classification are those where 
failure or misoperation results in no probable loss of human life and low economic and/or environmental 
losses. Losses are principally limited to the owner’s property. 
 
SIGNIFICANT HAZARD POTENTIAL: Dams assigned the significant hazard potential classification are 
those dams where failure or misoperation results in no probable loss of human life but can cause economic 
loss, environmental damage, disruption of lifeline facilities, or can impact other concerns. Significant hazard 
potential classification dams are often located in predominantly rural or agricultural areas but could be 
located in areas with population and significant infrastructure. 
 
HIGH HAZARD POTENTIAL: Dams assigned the high hazard potential classification are those where 
failure or misoperation will probably cause loss of human life. 
 
 
 
J:\170,000-179,999\170142\170142-00.JPG\Inspections\Salt River round 2\Report\definitions.doc 
 



APPENDIX C 
 

INSPECTION CHECKLISTS 
  





EPA Form XXXX-XXX, Jan 09 1 

 
 

U. S. Environmental Protection Agency 
 
 
 
 
 

Coal Combustion Waste (CCW) 
Impoundment Inspection 

 
 
 

Impoundment NPDES Permit #   IL0004120   INSPECTOR   Patrick J. Harrison, P.E. 
Date   June 2, 2011   Doug P. Simon, P.E. 

 

Impoundment Name   Pond A   
Impoundment Company   Ameren Energy Generating Company   
EPA Region   Region V   
State Agency (Field Office) Addresss Illinois Environmental Protection Agency (NPDES Permit) and The Illinois 

Dept. of Natural Resources (Dam) both in Springfield, Illinois.    
Name of Impoundment Pond A 
(Report each impoundment on a separate form under the same Impoundment NPDES Permit number) 

 
 

New   X   Update    
 

Yes No 
Is impoundment currently under construction?    
Is water or ccw currently being pumped into 

  X   

the impoundment? X 
 
 
 

IMPOUNDMENT FUNCTION:   Storage of fly ash and clarification of water prior to   
discharge to Pond B. 

 
Nearest Downstream Town : Name   Hutsonville, Illinois   
Distance from the impoundment   Approximately 2.1 miles   
Impoundment 
Location: Longitude   87   Degrees   39   Minutes    44   Seconds 

Latitude   39   Degrees   07   Minutes   46   Seconds 
State Illinois   County    Crawford   

 

Does a state agency regulate this impoundment?  YES   X   NO    
 

If So Which State Agency?   The Illinois Department of Natural Resources regulates the dam.              
                                              The Illinois Environmental Protection Agency regulates the discharge of 
                                              Of water (NPDES Permit).                 

















EPA Form XXXX-XXX, Jan 09 1 

 
 

U. S. Environmental Protection Agency 
 
 
 
 
 

Coal Combustion Waste (CCW) 
Impoundment Inspection 

 
 
 

Impoundment NPDES Permit #   IL0004120   INSPECTOR   Patrick J. Harrison, P.E. 
Date   June 2, 2011   Doug P. Simon, P.E. 

 

Impoundment Name   Pond B   
Impoundment Company   Ameren Energy Generating Company   
EPA Region   Region V   
State Agency (Field Office) Addresss    Illinois Environmental Protection Agency   

   Springfield, Illinois   
Name of Impoundment Pond B 
(Report each impoundment on a separate form under the same Impoundment NPDES Permit number) 

 
 

New   X   Update    
 

Yes No 
Is impoundment currently under construction?    
Is water or ccw currently being pumped into 

    X   

the impoundment? X 
 
 
 

IMPOUNDMENT FUNCTION:  Storage of fly ash and bottom ash; clarification of water prior to discharge. 
 

Nearest Downstream Town : Name   Hutsonville, Illinois   
Distance from the impoundment   Approximately 2.1 miles   
Impoundment 
Location: Longitude   87   Degrees   39   Minutes    34   Seconds 

Latitude   39   Degrees   07   Minutes   46   Seconds 
State Illinois   County    Crawford   

 

Does a state agency regulate this impoundment?  YES   X   NO    
 

If So Which State Agency?   The Illinois Environmental Protection Agency regulates the discharge of water 
                                               (NPDES Permit). 

















EPA Form XXXX-XXX, Jan 09 1 

 
 
U. S. Environmental Protection Agency 

 
 
 
 
 

Coal Combustion Waste (CCW) 
Impoundment Inspection 

 
 
 

Impoundment NPDES Permit #   IL0004120   INSPECTOR   Patrick J. Harrison, P.E. 
Date   June 2, 2011   Doug P. Simon, P.E. 

 
Impoundment Name   Pond C   
Impoundment Company   Ameren Energy Generating Company   
EPA Region   Region V   
State Agency (Field Office) Addresss    Illinois Environmental  Protection Agency   

   Springfield, Illinois   
Name of Impoundment Pond C 
(Report each impoundment on a separate form under the same Impoundment NPDES Permit number) 

 
 

New   X   Update    
 

Yes No 
Is impoundment currently under construction?    
Is water or ccw currently being pumped into 

  X   

the impoundment? X 
 
 
 

IMPOUNDMENT FUNCTION:    Storage of bottom ash; clarification of water prior to discharge to Pond B. 
 

Nearest Downstream Town : Name   Hutsonville, Illinois   
Distance from the impoundment   Approximately 2.1 miles   
Impoundment 
Location: Longitude   87   Degrees   39   Minutes    30   Seconds 

Latitude   39   Degrees   07   Minutes   52   Seconds 
State Illinois   County    Crawford   

 
Does a state agency regulate this impoundment?  YES   X   NO    

 
If So Which State Agency?   The Illinois Environmental Protection Agency regulates the discharge of 
                                               Water (NPDES Permit). 

















EPA Form XXXX-XXX, Jan 09 1 

 
 

U. S. Environmental Protection Agency 
 
 
 
 
 

Coal Combustion Waste (CCW) 
Impoundment Inspection 

 
 
 

Impoundment NPDES Permit #   IL0004120   INSPECTOR   Patrick J. Harrison, P.E. 
Date   June 2, 2011   Doug P. Simon, P.E. 

 

Impoundment Name   Pond D   
Impoundment Company   Ameren Energy Generating Company   
EPA Region   Region V   
State Agency (Field Office) Addresss    Illinois Environmental Protection Agency   

   Springfield, Illinois   
Name of Impoundment Pond D 
(Report each impoundment on a separate form under the same Impoundment NPDES Permit number) 

 
 

New   X   Update    
 

Yes No 
Is impoundment currently under construction?    
Is water or ccw currently being pumped into 

  X   

the impoundment? X 
 
 
 

IMPOUNDMENT FUNCTION:   Storage of bottom ash; clarification of water prior to   
discharge to Pond C. 

 
Nearest Downstream Town : Name   Hutsonville, Illinois   
Distance from the impoundment   Approximately 2.1 miles   
Impoundment 
Location: Longitude   87   Degrees   39   Minutes    23   Seconds 

Latitude   39   Degrees   07   Minutes   50   Seconds 
State Illinois   County    Crawford   

 

Does a state agency regulate this impoundment?  YES   X   NO    
 

If So Which State Agency?   The Illinois Environmental Protection Agency regulates the discharge of water  
                                               (NPDES Permit). 
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APPENDIX F 

 
PHOTOGRAPHS 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
1 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
West 

Description: 
Upstream slope and crest of 
Pond A. 

   
Photo No. 

2 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
West 
 

Description: 
Upstream slope and crest of 
Pond A. 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
3 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
East 

Description: 
Upstream slope and crest of 
Pond A.     

   
Photo No. 

4 
Date: 
6/2/11 

 
 
 
 
 
 

Direction Photo 
Taken: 
North 
 

Description: 
Upstream slope and 
discharge pipe in Pond A.  



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
5 

Date: 
6/2/11 

 
 
 

Direction Photo 
Taken: 
Northeast  

Description: 
Upstream slope and crest of 
Pond A.    

   
Photo No. 

6 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
Northeast 
 

Description: 
Upstream slope and crest of 
Pond A. 

 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
7 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
Southwest 

Description: 
Upstream slope and crest of 
Pond A. 

   
Photo No. 

8 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
Southeast 
 

Description: 
Upstream slope and crest of 
Pond A. 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
9 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
South 

Description: 
Upstream slope and crest of 
Pond A. 

   
Photo No. 

10 
Date: 
6/2/11 

 
 
 
 
 
 

Direction Photo 
Taken: 
South 
 

Description: 
Upstream slope and crest of 
Pond A. 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
11 

Date: 
6/2/11 

 
 
 

Direction Photo 
Taken: 
South  

Description: 
Downstream slope of Pond 
A.    

   
Photo No. 

12 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
South 
 

Description: 
Downstream slope of Pond 
A. 

 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
13 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
Southwest 

Description: 
Downstream slope of Pond 
A. 

   
Photo No. 

14 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
Southwest 
 

Description: 
Downstream slope of Pond 
A. 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
15 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
North 

Description: 
Downstream slope of Pond 
A.   

   
Photo No. 

16 
Date: 
6/2/11 

 
 
 
 
 
 

Direction Photo 
Taken: 
East 
 

Description: 
Downstream slope of Pond 
A.   



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
17 

Date: 
6/2/11 

 
 
 

Direction Photo 
Taken: 
East  

Description: 
Downstream slope of Pond 
A.   

   
Photo No. 

18 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
West 
 

Description: 
Downstream slope of Pond 
A.   

 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
19 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
Northwest 

Description: 
Downstream slope of Pond 
A.   

   
Photo No. 

20 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
Northeast 
 

Description: 
Decant structure in Pond A. 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
21 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
West 

Description: 
Decant structure in Pond A.   

   
Photo No. 

22 
Date: 
6/2/11 

 
 
 
 
 
 

Direction Photo 
Taken: 
Northeast 
 

Description: 
Discharge pipe in Pond A.  



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
23 

Date: 
6/2/11 

 
 
 

Direction Photo 
Taken: 
West  

Description: 
Upstream slope and crest of 
Pond B.    

   
Photo No. 

24 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
Southwest 
 

Description: 
Upstream slope and crest of 
Pond B.    

 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
25 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
Southeast 

Description: 
Upstream slope of Pond B. 

   
Photo No. 

26 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
South 
 

Description: 
Upstream slope and crest of 
Pond B. 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
27 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
West 

Description: 
Upstream slope and crest of 
Pond B.   

   
Photo No. 

28 
Date: 
6/2/11 

 
 
 
 
 
 

Direction Photo 
Taken: 
Northeast 
 

Description: 
Upstream slope and crest of 
Pond B.  



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
29 

Date: 
6/2/11 

 
 
 

Direction Photo 
Taken: 
South 

Description: 
Upstream slope of Pond B.    

   
Photo No. 

30 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
Southeast 
 

Description: 
Downstream slope of Pond 
B. 

 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
31 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
Southeast 

Description: 
Downstream slope of Pond 
B. 

   
Photo No. 

32 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
West 
 

Description: 
Downstream slope of Pond 
B.   



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
33 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
Northeast 

Description: 
Downstream slope of Pond 
B.   

   
Photo No. 

34 
Date: 
6/2/11 

 
 
 
 
 
 

Direction Photo 
Taken: 
Northeast 
 

Description: 
Downstream slope of Pond 
B.   



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
35 

Date: 
6/2/11 

 
 
 

Direction Photo 
Taken: 
West  

Description: 
Decant structure in Pond B.    

   
Photo No. 

36 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
West 
 

Description: 
Decant structure in Pond B. 

 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
37 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
North 

Description: 
Location of discharge pipe 
from Pond A.  At time of 
inspection no water was 
flowing through the pipe to 
support excavation and 
maintenance of the pipe. 

   
Photo No. 

38 
Date: 
6/2/11 

 

Direction Photo 
Taken: 
South 
 

Description: 
Discharge pipe from the 
facility. 



 

GZA GeoEnvironmental, Inc. PHOTOGRAPHIC LOG 

Client Name:  U.S. EPA   

 

Site Location: Hutsonville Power Station 
 Hutsonville, Illinois 

Project No. 
01.0170142.30 

Photo No. 
39 

Date: 
6/2/11 

 

Direction Photo 
Taken: 
North 

Description: 
Pond C as seen from south.   
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Direction Photo 
Taken: 
South 
 

Description: 
Pond C as seen from north.    
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Direction Photo 
Taken: 
East  

Description: 
Crest of the closed portion of 
Pond D as seen from the 
southwest corner.    
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Direction Photo 
Taken: 
East 
 

Description: 
Downstream slope of the 
closed portion of Pond D as 
seen from the southeast 
corner. 
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Direction Photo 
Taken: 
North 

Description: 
Crest of the closed portion of 
Pond D. 
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Direction Photo 
Taken: 
Southeast 
 

Description: 
Upstream slope, crest and 
discharge pipes in the active 
portion of Pond D. 
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Direction Photo 
Taken: 
Northeast 

Description: 
Upstream slope and 
discharge pipe in active 
portion of Pond D.   
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Direction Photo 
Taken: 
East 
 

Description: 
Upstream slope, crest, and 
discharge pipe in the active 
portion of Pond D.  
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Direction Photo 
Taken: 
South  

Description: 
Upstream slope and crest and 
in active portion of Pond D 
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Direction Photo 
Taken: 
Southeast 
 

Description: 
Upstream slope and crest in 
active portion of Pond D. 
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Direction Photo 
Taken: 
Southwest 

Description: 
Upstream slope and 
discharge structure in Pond 
D. 
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Direction Photo 
Taken: 
Northwest 
 

Description: 
Upstream slope in Pond D. 
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Direction Photo 
Taken: 
Northeast 

Description: 
Upstream slope in the active 
portion of Pond D.   
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Direction Photo 
Taken: 
West 
 

Description: 
Decant structure in the active 
portion of Pond D.  
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Direction Photo 
Taken: 
East  

Description: 
Decant structure in the active 
portion of Pond D.    
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Direction Photo 
Taken: 
East 
 

Description: 
Discharge pipe in active 
portion of Pond D. 
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Direction Photo 
Taken: 
Southwest 

Description: 
Discharge pipe in active 
portion of Pond D. 
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Direction Photo 
Taken: 
Southeast 
 

Description: 
Discharge pipe in active 
portion of Pond D. 
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